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Introduction
In 2016, the annual energy consumption for space heating and domestic hot water 
(DHW) in Germany was 2987 PJ, which corresponded to approximately a third of Ger-
many’s total energy consumption. The main energy sources are still coal, oil and gas, 
which emit large amounts of  CO2 and contribute to global climate warming. For space 
heating and DHW, only 15% of the energy consumption was provided by renewable 
energies (BMWi 2018). Among this 15% portion, shallow geothermal energy systems 
are particularly appealing, since they are continuously available. Lund and Boyd (2016) 
showed that 149.1 million tonnes of  CO2 could be annually saved by the direct utiliza-
tion of geothermal energy. Bayer et al. (2012) estimated that the potential heat supply by 
ground source heat pump (GSHP) systems for 19 European countries is 100,000 TJ, cor-
responding to  CO2 savings of 3.7 million tonnes. Therefore, there is a great potential for 
geothermal energy systems to lower current greenhouse gas emissions.
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Shallow geothermal systems, which can be classified into closed and open systems, 
enable the direct use of geothermal energy. In closed systems, a synthetic heat carrier 
fluid is circulated in tubes that are installed in the ground for heat exchange. Open sys-
tems utilize wells to access groundwater as a heat carrier. In both variants, heat pumps 
are often employed for extracting heat and supplying heating applications. Closed-loop 
systems include horizontal (hGSHP) and vertical ground source heat pump (vGSHP) 
systems. In general, the ability of these systems to provide heating and/or cooling is 
described as the geothermal potential, for which multiple definitions and concepts exist. 
For example, Zhu et  al. (2010) and Zhang et  al. (2014) computed the theoretical geo-
thermal potential as the heat content stored in a given volume of the subsurface for a 
given temperature reduction. According to Götzl et al. (2010), the potential of shallow 
geothermal energy is a combination of the technical potential, i.e., the energetic sup-
ply, and the applicability on part of energy consumers. A similar definition was given 
by Zhang et al. (2014) and Galgaro et al. (2015), who defined a ratio of the maximum 
amount of energy exchanged between the ground and vGSHP system to the heat or 
cooling demand. In our study, we follow the same concept and for a simplification, use 
the term “heat supply rate”.
Depending on the type of system, the geothermal potential can be evaluated in differ-
ent ways. To estimate the very shallow geothermal energy potential of hGSHP systems, 
Bertermann et  al. (2014) included legal constraints, climatic parameters and soil tex-
tures. García-Gil et al. (2015) proposed a low temperature geothermal potential (LTGP) 
for open- and closed-loop systems. They estimated the LTGP of the saturated zone using 
a steady-state analytical solution for conductive and advective heat transfer in porous 
media and applying a line source model for the unsaturated zone. Bezelgues-Courtade 
et al. (2010) created a geothermal potential map by combining several criteria such as 
transmissivity, temperature and hydrochemistry in a geographical information system 
(GIS).
Previous studies typically focused on the potential of one type of geothermal sys-
tem. Mostly, vGSHP systems were examined by, for example, Casasso and Sethi (2016), 
Noorollahi et al. (2017) and Ondreka et al. (2007). Until now, evaluations of the poten-
tial of hGSHP and GWHP systems have attracted less attention (Bertermann et al. 2015; 
Bezelgues-Courtade et al. 2010). Epting et al. (2013) and (2018) focus on the potential 
of the groundwater body in the city of Basel. For the city of Barcelona, García-Gil et al. 
(2015) contrasted the results for vGSHP and GWHP systems. Götzl et al. (2010) con-
ducted a comparative analysis of hGSHP and vGSHP systems for Austria. So far, how-
ever, no study has examined all three types of systems on a common ground, and a 
detailed comparison of the systems’ abilities to meet the heat demand of an urban quar-
ter is still lacking. As the different technologies have different requirements, they are not 
equally suited. As a consequence, their geothermal potential will be different.
Many concepts of the geothermal potential refer to the actual heat (or cooling) 
demand of the study area, which is typically not exactly known. Though such data are 
often collected by the energy supplier, it is rarely publicly available. For this reason, the 
heat demand is often estimated based on various assumptions and limited available data, 
such as building footprint and year of construction. Various studies use settlement types 
to categorize buildings and link them to the height and floor area of typical buildings 
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(Gemelli et al. 2011; Rivera et al. 2017; Schiel et al. 2016; Zhang et al. 2014). The estima-
tion of Götzl et al. (2010) also included the year of construction and climatic conditions. 
Schiel et al. (2016) pointed out that the imprecise estimation of the heat demand causes 
a large error in the determination of the borehole heat exchanger length required to sup-
ply urban demand by means of geothermal systems. Thus, a more accurate assessment 
of the feasible geothermal supply rate requires more precise, i.e., measured, energy con-
sumption data.
The actual heat demand of an urban quarter is largely determined by the age of the 
buildings, or more precisely the energy standard. Eicker et  al. (2011) considered only 
modern buildings with a typical low energy consumption. Noorollahi et  al. (2017) 
worked with the heating and cooling demand of a new building and extrapolated it to 
the whole of Iran. Schiel et al. (2016) obtained a wider range of values for their calcu-
lations of the heat demand of the city Ludwigsburg in Germany, as their study distin-
guished old and new buildings with different energy standards. Eicker et al. (2011) and 
Blum et al. (2011) noted that GSHP systems in Germany are typically installed in new, 
single-family buildings with a low heat demand, which are usually supplied with heat by 
two borehole heat exchangers (BHEs). However, as stated by De Carli et al. (2014) and 
Solomon (2017), it is more reasonable to plan geothermal systems for an entire quarter 
or city instead of focusing only on individual houses.
This technical feasibility study explores and compares the potential of the three major 
shallow geothermal technologies (hGSHP, vGSHP and GWHP) by a spatial analysis 
using ArcGIS and analytical solutions for estimating the heat supply rate. For this, exist-
ing regulations and local hydrogeological conditions are considered. In particular, we 
address the question whether the heat demand for space heating and domestic hot water 
(DHW) before and after the refurbishment of an urban quarter can be satisfied by one of 
these geothermal systems. For this purpose, we compute the heat supply rate that com-
pares the geothermal potential of the three systems to the measured heat demand in an 
urban quarter of Karlsruhe, Germany.
Materials and methods
Study site
The study site is called “Rintheimer Feld” (RF), an urban quarter of 0.13 km2 in the east-
ern part of Karlsruhe, which is located in the south-west of Germany and in the north-
ern part of the Upper Rhine Graben (Fig.  1). This study focuses on 31 multi-family 
houses providing living space for approximately 2500 inhabitants (Jank 2013). The area 
is characterized by wide green spaces with shrubbery and trees used for playgrounds 
and recreational purposes (Fig. 2). The houses are owned by the municipal real estate 
company called “Volkswohnung GmbH” and were built between the 1950s and 1970s 
(Fig. 2). Housing complexes of the post-war era dominate the northern part of the quar-
ter, whereas the southern part contains high-rise buildings of the 1960s and 1970s. With 
the aim to reduce  CO2 emissions and costs for heat supply, all buildings were refurbished 
in multiple stages between 1998 and 2014. The total costs of refurbishment amount 
to around 70 Mio. €. In this study, recently constructed buildings in the southern part 
are not considered, since the space for system installation and the heating area would 
change before and after refurbishment, and a direct comparison of the heat supply rate 
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Fig. 1 Overview of the study site “Rintheimer Feld”, an urban quarter in the eastern part of Karlsruhe, 
showing the location of the 31 multi-family houses and of garages
Fig. 2 Impressions of the study site: Housing complexes of the 1950s (b) and high-rise buildings of the 
1960s and 1970s (a) separated by green spaces with trees and shrubbery and playgrounds. Photo c shows an 
example of an underground car park
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for these two cases is not feasible. For the purpose of an optimized refurbishment, the 
real estate company collected heat energy data before the refurbishment based on the 
gas consumption from 2005 to 2007. Since the refurbishment, all buildings are supplied 
by the municipal district heating network, and installed data loggers record the heat 
energy consumption on a monthly basis.
Geological and hydrogeological data
The subsurface of Karlsruhe is characterized by the geology of the Upper Rhine Gra-
ben (URG), a Cenozoic continental rift valley mainly filled with Tertiary and Quaternary 
sands and gravels. The study site is located on a separate structural block close to the 
main Graben fault and confined by faults to the east and west (Fig. 3).
The hydrogeological map in Fig. 3 and the cross sections in Fig. 4 show the varying 
structure of the aquifers in the northern and southern part of the study area. In the 
north, the groundwater body is subdivided into an Upper and Lower Aquifer (LGRB 
2005). The Lower Aquifer (LA) has a thickness of 18  m and is composed of Pliocene 
fluvial and limnic sediments, such as sands and silts. The Upper Aquifer (UA) consists of 
gravels and sands with a thickness of 13 m and represents the only aquifer in the south. 
Thus, the total aquifer thickness is higher in the north (31 m) than in the south (13 m). 
To protect the Lower Aquifer as a drinking water resource, restrictions for the maximum 
allowed drilling depth exist in some areas of the URG. According to the online informa-
tion system for shallow geothermal energy of the state of Baden-Württemberg, called 
ISONG (LGRB 2017), this restriction of the drilling depth (RDD) is set to 17 m below 
Fig. 3 The hydrogeological map shows the basic hydrogeological characteristics of the study site (red). The 
aquifer in the northern part of the study area contains the Upper and Lower Aquifer, the one in the south 
consists only of the Upper Aquifer. The area with a restriction on the allowed drilling depth defined by the 
online information system for shallow geothermal energy for the state of Baden-Württemberg, called ISONG 
(LGRB 2017) is marked yellow, and the cross section used for the energy flow approach is indicated by the 
green line. The groundwater flow direction is north-westwards
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ground level in the entire study site, which is equivalent to the transition depth between 
the Upper and Lower Aquifer (Fig. 4) in the northern study area. The delineation of the 
RDD is outlined in Fig. 3 and follows local streets. Underlying both aquifers are Tertiary 
sedimentary rocks, composed of argillite, marlstone and marly sandstones. All hydro-
geological properties, such as hydraulic conductivity and porosity, are listed in Table 3.
Evaluation of the heat supply rate
The geothermal heat supply rate represents the percentage to which the required ther-
mal energy for heating and DHW can be supplied by a specific geothermal system. Our 
method for evaluating the heat supply rate for each system is done in three steps. The 
first step is a spatial analysis using the geographical information system ArcGIS to evalu-
ate the specific space available for each system type. The results of the spatial analysis 
represent the input parameters for the estimation of the geothermal potential in the 
second step. The geothermal potential E represents the maximum extractable thermal 
energy, which can be harnessed annually by each system. To account for the additional 
energy supplied by a heat pump, a coefficient of performance (COP) of 4 is assumed 
(Eqs. 2, 3, 4). The impacts of constraints imposed by existing regulations and hydrogeo-
logical characteristics are investigated in nine scenarios, which are described in the fol-
lowing subsections. In the third and last steps, we obtain the percental heat supply rate, 
S, by comparing the geothermal potential E for each system, EhGSHP, EvGSHP, EGWHP , 






Fig. 4 Illustration of the three studied shallow geothermal systems: horizontal ground source heat pump 
(hGSHP), vertical ground source heat pump (vGSHP) systems and groundwater heat pump (GWHP) systems. 
The nine studied scenarios consider variable heat extraction rates q (depending on groundwater flow GW, 
aquifer thickness m, a restriction of the drilling depth (RDD, no RDD), different BHE lengths l, and a fixed 
borehole heat exchanger (BHE) spacing d = 10 m. The cross-section along the green profile line (Fig. 3) shows 
the variation in aquifer thicknesses within the study site (UA = Upper Aquifer and LA = Lower Aquifer), the 
ground level and the depth of the water table
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Horizontal ground source heat pump (hGSHP) system
For the hGSHP system, collectors consisting of a horizontal alignment of tubes, which 
are connected in series or parallel formation, are buried in very shallow depths of a 
few meters (Baden-Württemberg 2008). The advantages of such hGSHP systems are 
low investment costs and their suitability for areas with drilling restrictions. However, 
the collector installation requires a ground surface that is free of shrubbery or trees, 
sealed surfaces and underground infrastructure, and the required areas are equal to 
or higher than the heated area of a building.
In the spatial analysis, the available, free area AhGSHP to install the horizontal sys-
tem within the study site is derived in ArcGIS based on the available land-use data. 
For this, the area covered by playgrounds, streets, buildings and garages, as well as a 
buffer zone of 1 m for hGSHP around buildings and garages (VDI 4640, part 1 2010) 
is subtracted from the total area of the study site. This resulting area multiplied by the 
operational time th , the heat extraction rate qhGSHP and the coefficient of performance 
(COP) yields the geothermal potential EhGSHP (Eq. 2):
In accordance with Ramming (2007), who considers a spacing of the collector tubes of 
0.26 m, the same soil type and local climate zone as at our study site, a maximum heat 
extraction rate qhGSHP = 33 W/m2 is applied.
Vertical ground source heat pump (vGSHP) systems
Vertical GSHP systems use vertically installed plastic tubes, called borehole heat 
exchangers (BHEs), to harness geothermal and solar energy (Rivera et al. 2015). The 
standard length for a BHE varies for each country. For example, in the UK, the typical 
length is 150 m (Zhang et al. 2014) or in Austria 110 m (Götzl et al. 2010). In Ger-
many, BHEs typically have a length of up to 100 m, since deeper BHEs require spe-
cial licensing according to the German federal mining law (BBergG 1980). A detailed 
overview of the corresponding legislation for the use of shallow geothermal energy 
is provided by Hähnlein et al. (2010). The advantage of vGSHP systems is a high heat 
extraction rate of up to 114  W/m in cases with favorable groundwater conditions 
(Erol 2011). However, the drilling costs for the boreholes are higher than for a hGSHP 
system, and therefore are also a disadvantage of this variant (Blum et al. 2011).
The spatial analysis of the vGSHP system is conducted in ArcGIS within two steps. 
First, the area available for boreholes is determined. Second, the maximum number 
of boreholes for a given BHE spacing d is determined. As recommended by the Ger-
man technical guideline VDI 4640, part 2 (2015), a minimum distance between BHE 
and the buildings is ensured by setting a buffer zone of 2 m. In contrast, the stud-
ies by Zhang et al. (2014) and Miglani et al. (2018) apply a distance of 3 m between 
borehole and building. According to Zhang et  al. (2014), we assume that BHE can 
be installed beneath pavements and parking areas. Consequently, in the first step of 
the spatial analysis, only the area of buildings and garages and a buffer zone of 2 m 
around buildings is subtracted from the total area of the RF to obtain the available 
space for BHE installations. In the second step of the spatial analysis, the ArcGIS 
tool called “Create Fishnet” is utilized to receive a Cartesian grid with an edge length 
(2)EhGSHP = qhGSHP · th · AhGSHP/(1− 1/COP)
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equal to the BHE spacing d. This grid is clipped to the available space for BHE instal-
lations. The center of each cell represents the location of a BHE; hence, a number n 
of equally distributed BHEs within the available space are obtained.
After the spatial analysis, the input parameters listed in Fig. 4 and Table 3 are used 
and Eq.  3 is applied to each scenario to calculate the geothermal potential of the 
vGSHP system:
To account for varying legal and hydrogeological conditions, we have defined four dif-
ferent scenarios for the vGSHP system (Scenarios 2–5, Fig. 4). For all of the four vGSHP 
scenarios, a conservative BHE spacing of d = 10  m is applied (Baden-Württemberg 
2005). Scenarios 2 and 3 consider the drilling limitation of 17 m as defined by ISONG 
( lvGSHP = 17 m). However, to investigate the effect of the given drilling limitation on the 
geothermal potential and the heat supply rate, a typical BHE length of lvGSHP = 100 m is 
employed for Scenarios 4 and 5. The heat extraction rate qvGSHP = 60 W/m for Scenarios 
2 and 4 is based on the site-specific heat extraction rate suggested by ISONG. In Sce-
narios 3 and 5, groundwater flow velocities of 0.76− 1m/d are considered, suggesting a 
higher heat extraction rate of 100 W/m for the part of the BHE within the aquifer (VDI 
4640, part 2 2015). Hence, the BHE length related to the enhanced heat extraction rate 
is adjusted to the corresponding aquifer thickness in the north (31 m) and south (13 m).
The feasibility of higher heat extraction rates for BHEs located in an aquifer with 
substantial groundwater has proved to be applicable by a local drilling company in 
Karlsruhe. By application of an innovative hollow stem auger drilling technique, no 
backfilling material for the BHEs is required, and so the thermal connection between 
the ground and the BHE is improved (Krämer 2010). In a BHE field experiment, Wang 
et al. (2009) presented a heat transfer rate improvement by approximately 13% for an 
aquifer containing coarse sands and gravels. Also, higher ground and groundwater tem-
peratures positively affect the heat extraction rate. The studies by Benz et al. (2015), Zhu 
et  al. (2015) and Menberg et  al. (2013) show that groundwater temperatures beneath 
cities are up to 7  K higher compared to rural areas. Due to this so-called subsurface 
heat island effect, the exploitation rate can be raised from 13 to 33% (Rivera et al. 2017).
To optimize the system, by minimizing the number of BHEs required to fully meet 
the heat demand of the study site before and after refurbishment, an additional, 
inverse analysis is conducted. For this purpose, the values for th , qvGSHP and lvGSHP 
are adopted from Scenarios 2 to 5. Furthermore, we assume that qvGSHP is constant 
and independent of the BHE spacing (Rivera et  al. 2017). The BHE spacing d is 
adjusted by changing the edge length of the fishnet grid in 0.5  m steps during the 
spatial analysis. This adjustment is repeated for each scenario and both, before and 
after refurbishment until a heat supply of at least 100% is achieved.
Groundwater heat pump (GWHP) system
A GWHP system is an open-loop geothermal system, which directly uses groundwa-





qvGSHP,i · th · lvGSHP,i/(1− 1/COP)
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is reinjected into the aquifer afterwards at a cooler temperature. Since the wells of a 
GWHP system are typically shallower than the boreholes for BHEs, the total drilling 
costs are usually lower (Self et al. 2013). A disadvantage is the systems’ dependency of 
groundwater availability and its chemical composition.
For the evaluation of the geothermal potential of GWHP systems, two different 
approaches are studied: (1) energy flux approach and (2) thermal plume approach. 
Since the annual average groundwater temperature within the study site is 13.6 °C (Tief-
bauamt, City of Karlsruhe), a maximum tolerable temperature reduction of T = 6 K is 
feasible without falling below the allowed temperature minimum for reinjected water of 
5  °C (Baden-Württemberg 2009b). The results for both approaches are presented with 
(Scenarios 6, 7) and without (Scenarios 8, 9) consideration of a limited drilling depth.
The energy flux approach enables the estimation of the energy input into the study site 
due to groundwater flow (Epting and Huggenberger 2013; Mueller et al. 2018). For the 
spatial analysis of the energy flux approach, the length of the profile sections perpendic-
ular to the groundwater flow direction is determined, which corresponds to the Upper 
Aquifer as well as the combined Upper and Lower Aquifer (Fig. 3, green line). Multiply-
ing the section lengths with the corresponding thickness m of the aquifers results in two 
flow areas AUA and AUA+LA . The geothermal potential EGWHP of the heat flux approach 
is equal to the thermal energy, which is released, when the volume of groundwater flow-
ing through the cross section of the aquifers beneath the study site per year, Q, is cooled 
by 6  K (Eq.  4b). This volume of groundwater is calculated by Darcy’s law (Eq.  4a). In 
this step, the specific length of the profile obtained by the spatial analysis and the input 
parameters listed in Table  3 are used to obtain the theoretical geothermal potential 
EGWHP (Eq. 4b). 
In the case of the thermal plume approach, the thermal plume caused by the cold 
reinjected water is analytically simulated to find the maximum number of wells with-
out an interference of the 1-K isotherm. Similar to the spatial analysis for the vGSHP 
system, the ArcGIS tool “Create Fishnet” is used to design a rectangular grid with the 
edge length equal to the maximum thermal plume dimension of the 1-K isotherm. Since 
the thermal plumes have to be oriented in groundwater flow direction and the created 
fishnet is north–south directed, the fishnet is rotated in the same direction (NW). The 
center of each grid cell defines a possible well location. The following Eq. 5 by Kinzel-
bach (1992) is currently used in the guideline for the use of small GWHP systems (< 
45,000  kWh/year) by the Federal State of Baden-Württemberg (Baden-Württemberg 
2009a). It represents an analytical solution to estimate the thermal plume length and 
width due to advection and conduction.
(4a)Q = vfUA · AUA + vfUA+LA · AUA+LA
(4b)EGWHP = Q · ty ·�T · cpw/(1− 1/COP)
(5)
�T (x, y, t) =
Q ·�T
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Considering the different properties of the Upper Aquifer and combined Upper and 
Lower Aquifer, the thermal plumes for 1-K, 2-K and 3-K isotherms are simulated at 
every well location and plotted in ArcMap (Fig.  5c). For this purpose, Eq.  5 is imple-
mented in Python, which has an interface with ArcGIS. The well coordinates x and y are 
the results from the spatial analysis, while the remaining input parameters are listed in 
Table 3. Since Eq. 5 is only valid for small systems with < 45,000 kWh/year, which cor-
responds to Q values between 0.1 and 0.3  l/s, the pumping rate Q is set to 0.2  l/s per 
well (Baden-Württemberg 2009a; Pophillat et al. 2018). The technical geothermal poten-
tial for the thermal plume approach is computed by multiplying the energy supplied per 
GWHP system (Eq. 4b) with the total number of wells n.
Results and discussion
This section is structured as follows: first, the results of the spatial analysis, the geo-
thermal potential and the heat supply rate of the heat demand before and after refur-
bishment for each system and scenario are presented. Second, we investigate how the 
BHE spacing of the vGSHP system has to be adapted to achieve a heat supply rate 
of at least 100% before and after refurbishment. Third, the results for all systems are 
compared and discussed with those from related studies.
Horizontal ground source heat pump (hGSHP) system
The spatial analysis for the hGSHP system shows that 60% (i.e., 80,032 m2) of the original 
surface area can be used to install collectors, as illustrated in red in Fig. 5a. The corre-
sponding geothermal potential results in a heat supply rate of 59% before refurbishment, 
and 125% afterwards. However, the heat supply rate would be lower, if the open space 
and subsurface occupied by vegetation and subsurface infrastructure, such as sewers and 
underground cables, were incorporated. The effects of the bending number of the col-
lector tubes, burial depth or a different pipe spacing on the thermal performance of the 
hGSHP system also have to be considered (Pu et al. 2018). In addition, the heat extrac-
tion rate in the shadow of trees and buildings might be lower than the assumed 33 W/
m2. Since the heat supply rate after refurbishment exceeds the required percentage by 
25%, a satisfying result should be still ensured even if a further reduction in surface area 
due the above issues are considered.
Vertical ground source heat pump (vGSHP) system
The spatial analysis yields the maximum number of BHE positions and available area 
for the system installation. Based on the assumption that BHEs can be installed beneath 
bituminized areas, the available space for the vertical system installation is 10% larger 
than the area for the horizontal system. In the case of a standard 10m BHE spacing for 
Scenarios 2–5, 974 BHEs can be installed.
Table 1 provides the geothermal potential and heat supply rate for a COP = 4 of the 
four scenarios with a standard 10-m BHE spacing. Regarding Scenarios 2 and 3 in com-
parison to Scenarios 4 and 5, the impact of the RDD is obvious. The geothermal potential 
rises by a factor of 5.9 and 4.5, respectively, if a BHE length of 100 m is employed. The 
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geothermal potential of Scenario 3 is 1.5 times higher than of Scenario 2, which demon-
strates the significant impact of the groundwater flow and the corresponding increase in 
the heat extraction rate on the geothermal potential. The improvement from Scenario 4 
to 5 is by a factor of 1.2. So, with an increasing BHE length, the influence of the ground-
water flow diminishes. This implies that the length of a BHE has a large influence on the 
geothermal potential. This is in accordance with the results by Casasso and Sethi (2014) 
Fig. 5 Results of the evaluation of the heat supply rate with and without the coefficient of performance 
( COP = 4 ) for three different shallow geothermal systems: horizontal ground source heat pump (hGSHP), 
vertical ground source heat pump (vGSHP) and groundwater heat pump (GWHP); a presents the area for 
collector installation; b shows the maximum number n of BHE ( n = 974 ) with a 10-m BHE spacing; c displays 
the temperature plumes for the 1-K, 2-K and 3-K isotherms (T1, T2, T3 plume) and the cross section used 
for the energy flow approach. The bar diagram shows the heat supply rate before and after refurbishment 
for the nine scenarios (Fig. 4). The latter considers a restriction of the drilling depth (RDD, no RDD), optional 
groundwater flow (GW) and the two different approaches for the GWHP system: energy flow and thermal 
plume approach
Table 1 Results of  the  estimation of  the  geothermal potential for  the  vGSHP system 
with  a  COP = 4 for  Scenarios 2 to  5 and  the  heat supply rate S before  and  after 
refurbishment with a fixed BHE spacing
Results of the inverse analysis: the minimum BHE spacing and number of BHEs for which a heat supply rate of at least 100% 
before or after refurbishment can be achieved. The four scenarios consider variable heat extraction rates q depending on 
groundwater flow (GW) and two different BHE lengths (17 m and 100 m) corresponding to the restriction of the drilling 
depth (RDD, no RDD)
Scenario Fixed BHE spacing d = 10 m Inverse analysis
E (GWh) S (%) BHE spacing (m) Number of BHE
Before After Before After Before After
2: RDD 2.3 22 47 4.5 6.5 4675 2242
3: RDD + GW 3.4 34 71 5.5 8 3121 1473
4: no RDD 13.3 131 277 11 16 783 377
5: no RDD + GW 15.4 152 322 12 17.5 657 302
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and Schiel et al. (2016), who concluded that the BHE length has the largest impact on the 
heat supply rate.
Due to the RDD, Scenarios 2 and 3 attain only a heat supply rate of maximum 71% 
before and after refurbishment. Assuming a standard heat extraction rate of 60  W/m 
and no restriction of the drilling depth, the heat demand before refurbishment can be 
entirely satisfied by a vGSHP system. Due to higher heat extraction rates for Scenario 5, 
the heat supply rate before refurbishment is even higher. After refurbishment, the heat 
demand can be satisfied more than twice for both Scenarios 4 and 5.
To optimize the BHE spacing and determine the minimum number of BHEs required 
to achieve a heat supply rate of at least 100% before ( EvGSHP ≈ 10 GWh ) and after 
( EvGSHP ≈ 5 GWh ) refurbishment for Scenarios 2–5, the BHE spacing is adjusted 
accordingly and inversely obtained. Table 1 illustrates the huge variation in BHE spacing 
between 4.5 and 17.5 m depending on the particular combination of calculation input 
parameters. In view of the official regulation of the VDI 4640, part 2 (2001), a BHE spac-
ing of 4.5 m, however, would not be acceptable. So, for Scenario 2, the energy demand 
can only be satisfied after refurbishment and a BHE spacing of 6.5 m which is consistent 
with the official regulatory framework.
Attention should be paid to the large number of BHEs for Scenarios 2 and 3. The 
space for the system installation is sufficient but the required number of BHEs is unre-
alistically high and approaches the limit of practicability and cost efficiency. Moreover, 
our approach does not incorporate potential thermal interaction between individual 
BHEs or any dynamic effects over the lifetime of a BHE field. If the spacing is too 
small and/or the actual heat extraction too large, the subsurface could cool down due 
to a lack of thermal regeneration, and the system might become inefficient. The heat 
extraction rate of a BHE field investigated by Fujii et al. (2005) with 75 BHEs with 50-
m length and a spacing of 7.6 m, situated in Quaternary silts and fine sands, fell by 55% 
after a simulation period of 50 years. In contrast, the study by Kurevija et  al. (2012) 
showed that for a 9-m spacing, thermal interference could be neglected. Based on the 
heating and cooling conditions of a new building in Zagreb, Croatia, they studied the 
effects of BHE geometry and spacing on the performance of the system and thermal 
interference of the BHE. The optimal spacing for 42  BHEs, regarding economic and 
efficiency aspects, was 6 m. Also, the study by De Carli et al. (2014) obtained a range 
in BHE spacing comparable to the one of our case study. In their case, the spacing 
depended on the energy demand of the housing district and the shape of the BHE field. 
For different BHE field configurations, the spacing varied between 6 and 15 m. Alcaraz 
et  al. (2017) developed a method called T-I-GER which aims to optimize the posi-
tion of BHE and maximize the extraction potential while at the same time minimizes 
the thermal impact on neighboring plots. Furthermore, a reduction in BHE spacing 
or increase in total BHE length without a strong decline of the ground temperature 
or a degradation of the longterm performance is feasible if a thermal regeneration of 
the ground during summer is incorporated in the optimization. Long-term studies by 
Pahud (2015) showed a decrease of the system performance of BHE fields (3–62 BHEs 
having a spacing of 5–9 m) after several years. He proposed two potential strategies to 
overcome this challenge: a reduction of the peak performance or thermal regeneration 
of the field. Kübert et al. (2010) included an annual regeneration of the BHE field due 
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to the heat supply by a cogeneration unit. So they could reduce the total BHE length 
by 25% and determined 10  m as an optimal spacing for a field of 50  BHEs à 115  m 
length. Bayer et al. (2014) demonstrated the regeneration of a BHE field by seasonal 
geothermal heating and cooling operation. These studies and other guidelines in Ger-
many (Hähnlein et al. 2011), where the required minimum distances are 5 m and 6 m, 
respectively, clearly indicate that the recommended spacing of 10 m by the guideline 
of Baden-Württemberg (2005) is a very conservative assumption. Thus, regardless of 
the case-specific properties or respective approach, an optimization of the BHE spac-
ing and adaption to local hydrogeological conditions should always be carried out to 
maximize the systems’ performance.
Groundwater heat pump (GWHP) system
According to the spatial analysis for the energy flux approach, the profile line of the cross 
section in Fig. 3 has a length of 448 m, with 203 m corresponding to the Upper Aqui-
fer and 245 m to the Upper and Lower Aquifer. Consequently, the flow area is 2639 m2 
and 7595 m2, respectively. For Scenario 6, Eq. 4a yields a volumetric flow Q of 20.4 l/s 
per year and a corresponding geothermal potential of 5.94 GWh. In relation to the heat 
demand, this returns a heat supply rate of 59% before, and 124% after refurbishment. For 
Scenario 8 without the RDD, the volumetric flow Q is 6.7% higher and the geothermal 
potential amounts to 6.37 GWh.
For the thermal plume approach (Scenario 7 and 9), the dimension of the 1-K iso-
therm was used as input data for the spatial analysis. In total, the geothermal potential is 
1.63 GWh for Scenario 7 and 2.57 GWh for Scenario 9 (Table 2).
The thermal plumes are shorter and narrower in the northern part (Fig.  5c and 
Table 2), as the same amount of thermal energy (i.e., 45,000 kWh) is exchanged with a 
larger volume of water due to larger aquifer thickness than in the Southern part. As a 
result of this and due to the different proportion of the available area, thirty additional 
reinjection wells can be set up in the north without an interference of the 1-K isotherm 
in Scenario 9. Due to the RDD in Scenario 7, only the Upper Aquifer is used as an energy 
source. As a result of the larger plume dimensions for the Upper Aquifer, only 28 instead 
of 44 wells could be installed without an interference of the 1-K isotherm.
Comparing these results with other studies highlights the variability in plume dimen-
sion in dependence on the aquifer thickness and design of the GWHP system. Keim and 
Lang (2008) employed a pumping rate Q = 0.3 l/s, a temperature reduction of 4  K, a 
groundwater velocity of 1.2 m/day and also a heat extraction of 45,000 kWh/year and 
Table 2 Results of  the  spatial analysis and  estimation of  the  geothermal potential 
for  the  GWHP system: maximal extension of  the  1-K isotherm in  x and  y-direction, 
the number of wells, geothermal potential
UA  Upper Aquifer, LA  Lower Aquifer
Scenario Area Max x (m) Max y (m) Number 
of wells
E (GWh) S (%)
Before After
7 UA 162 13 28 1.6 16 34
9 UA 162 13 7 0.4 25 54
UA and LA 127 12 37 2.2
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well. Their study considered two cases, the first case with an aquifer thickness of 10 m 
and the second case with 30  m. For the first case, they received a maximum plume 
dimension of the 1-K isotherm of x = 461 m and y = 28 m, for the second case is x = 
175 m and y = 10 m. The plume width of the second case is about the size of the one 
in Scenario 9 ( m = 31 m). Contrasting the results of their first case with Scenario 7, we 
obtained a plume length that is only a third. This discrepancy is caused by the differences 
in the above-listed input parameter especially in the aquifer thickness and pumping rate. 
Consequently, a smaller aquifer thickness, for example, due to a RDD, leads to longer 
and wider plumes; so, fewer well locations are feasible and the overall heat supply rate 
is lower. If the thermal plumes are too long and cross the property line, the neighboring 
parcel might be thermally affected. This could lead to a decrease in the system efficiency 
of the neighboring geothermal system or, depending on the local legislation, the GWHP 
system would need to be shut down. For this reason, a detailed 3D geological model and 
a numerical groundwater flow model on the city level are desirable to properly plan a 
GWHP and avoid interactions of neighboring systems.
When contrasting the results of the energy flow with the thermal plume approach, 
it is essential to notice that the energy flow approach represents the maximum avail-
able thermal energy and neither regards any technical conditions nor pays attention to 
overlapping isotherms or well positions. In contrast, the thermal plume approach is a 
more thorough method with several input parameters taking into account well configu-
rations. As mentioned in “Groundwater heat pump (GWHP) system” section, the pump-
ing rate Q for the thermal plume approach is limited to 0.2 l/s per well, and accordingly, 
the total Q for scenario 7 is 5.6 l/s and 8.8 l/s for Scenario 9. In contrast, the flow rate 
obtained with the energy flow approach in Scenarios 6 and 8 is 27% and 34% higher. The 
constraints of the thermal plume approach, such as a lower pumping rate and a limited 
number of wells, thus explain the smaller geothermal potential and heat supply rate in 
comparison to the one of the energy flux approach.
Comparison
The results of the spatial analysis and the evaluation of the heat supply rate of all nine 
scenarios before and after refurbishment with and without the portion of a heat pump 
are summarized in Fig. 5. Standing out is the high heat supply rate of the vGSHP system 
in Scenarios 4 and 5 (without RDD) before and after refurbishment. Thus, the vGSHP is 
the optimal geothermal system to satisfy the heat demand of this study site. The results 
of the GWHP system demonstrate that theoretically, the energy available in the aquifer 
is sufficient to satisfy the heat demand after refurbishment. Yet, in practice, this geo-
thermal potential cannot be fully extracted, if an overlapping of thermal plumes has to 
be avoided. Hence, the smallest heat supply rates are obtained in Scenarios 7 and 9. The 
larger aquifer thickness in the northern part enables deeper wells for a GWHP system or 
a higher heat extraction rate for BHE. Thus, the northern part is more suitable and eco-
nomically attractive for vGSHP and GWHP systems. Interestingly, the hGSHP system 
achieves a full heat supply rate after refurbishment. The advantage of this system is its 
independence of drilling limitations and so it is the best alternative to the vGSHP system 
if we regard the RDD by ISONG.
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A detailed inspection of Fig. 3 reveals the deviation between the outline of the drilling 
limitation defined by ISONG and the boundary between the two bases of the aquifers. 
The delineation runs sharply and angularly along streets instead of following the hydro-
geological and/or tectonic boundaries. Within the study site, the drilling depth is limited 
to 17 m, yet on the other side of the local street, the “Forststraße” in the south, there is 
no RDD. In addition, the hydrogeological map in Fig. 3 and the cross sections in Fig. 4 
imply that there is no separating layer, such as an aquitard, between the two aquifers, 
which could protect the Lower Aquifer from contamination.
Consequently, detailed and permanently updated geological and hydrogeological data 
are necessary for a technical feasibility study and to improve the knowledge of under-
ground risks to avoid negative effects. Epting et  al. (2013) also criticize the lack of 
information and recommend a sustainable thermal management of the subsurface that 
includes 3D numerical groundwater flow and heat transport models as well as monitor-
ing systems. Aside from this, possible conflicts of interest with subsurface infrastructure 
such as sewage systems and tunnels have to be detected and considered in a sustainable 
thermal management of the subsurface. Thus, in practice, geothermal systems might not 
be considered, due to the lack of true and reliable information.
Besides regulations and local hydrogeological conditions, the ratio from available 
space for a system installation to heat demand is a decisive factor for a satisfying heat 
supply rate. In our study, 60–70% of the area is utilizable for hGSHP, vGSHP and GWHP 
system installations. In denser urban areas, this space is likely to be smaller and due to 
higher buildings with a larger heat demand per  m2 building, we expect the heat supply 
rate to be smaller in such areas unless the amount of overall drilling meter increases 
significantly. The latter was demonstrated in the case study by De Carli et al. (2014), who 
proposed to identify the most suitable BHE solution for an urban area with two different 
building density types. They defined a low-density housing district with 2-floor build-
ings, and a medium-density housing district composed of buildings with six floors. The 
available space for the system installation is equal for both districts, yet the heat demand 
is more than two times higher for the district with higher buildings, which raised the 
required total BHE length from 13,860 to 40,000 m. Relating this result to Scenario 4 and 
an optimal spacing, the total BHE length increases from 37,700 to 78,300 m, compar-
ing the heat supply rate after refurbishment to the one before. So, the two cases before 
and after refurbishment with their different heat demands can also be transferred and 
correlated with the cases having a high and low building density or high- and low-rise 
buildings.
The study by Schiel et al. (2016) also confirmed that the possibility to meet the heat 
demand in Germany, in particular with a low number of BHEs, is more likely in a resi-
dential, less dense urban quarter with low-rise buildings. In their study, the heat demand 
of only 40% of the parcels in an urban area with 87,000 inhabitants could be satisfied 
by vGSHP systems. In a case study investigating the district of Westminster in London, 
Zhang et al. (2014) reported that the heat demand of 69% of the buildings could be com-
pletely supplied by vGSHP systems. They also stated that only buildings with five floors 
or less and a maximum heat demand of 40 W/m2 fall within this range. This low heat 
demand refers to the refurbished buildings in our case study (Table 3). Since the number 
of BHEs or the total BHE length is not mentioned by Schiel et al. (2016) or Zhang et al. 
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(2014), a direct comparison to our results is not feasible. Nevertheless, these studies and 
our case study illustrate that a full heating energy supply by vGSHP systems is a chal-
lenging, yet achievable task in dense urban areas. A heat supply rate of 100% is feasible if 
sufficient space for system installation is available or in the case of an area with low-rise 
buildings or buildings with a low energy demand.
Conclusion
Based on a case study in a German urban quarter, we conducted a technical feasibil-
ity study under consideration of influencing and restrictive factors for the application of 
shallow geothermal systems. We considered three different shallow geothermal systems, 
namely horizontal (hGSHP) and vertical ground source heat pump (vGSHP) as well as 
groundwater heat pump (GWHP) systems. The results of this study highlight the capa-
bility of each system to satisfy the heat demand for space heating and domestic hot water 
before and after the refurbishment of an urban quarter in Karlsruhe.
The results demonstrate that the heat demand of an old non-refurbished urban quarter 
in Germany can be satisfied by a vGSHP system installed at a standard depth of 100 m. 
In the case of the GWHP system, the energy available in the aquifer suffices to meet 
the heat demand after refurbishment. Yet, when we apply an analytical model to avoid 
an interaction between thermal plumes, the heat supply rate declines to less than 54%. 
After refurbishment, the hGSHP system could also meet the heat demand with a heat 
supply rate of 125%. Thus, it is a decent alternative to the vGSHP system in the case of a 
restriction of the drilling depth.
We identify four major influencing and restrictive factors for the efficiency of shal-
low geothermal systems and the achievement of a full heat supply rate. First, there is 
the restriction of the drilling depth by authorities. Second, guidelines for critical design 
parameters provide conservative recommendations for heat extraction rates (60 W/m) 
and BHE spacing (10  m). For an optimal system planning, better knowledge of cru-
cial physical parameters is mandatory and can be obtained by, for example, a thermal 
response test (TRT). Third, favorable hydrogeological conditions, such as a moderate to 
high groundwater flow velocity, a sufficient aquifer thickness or thermal conductivity, 
are fundamental. Fourth, an optimal ratio of available space for system installation to 
heat demand is decisive for achieving a satisfactory heat supply rate.
We anticipate that our straightforward evaluation of the geothermal heat supply rate 
combined with a profound geological knowledge will reveal the ability of geothermal 
systems to satisfy the heat demand of any urban area. This way, it will help to realize 
future urban energy plans. Moreover, as climate changes, air temperatures in summer-
time and the demand for building cooling will increase. Cooling can also be supplied by 
geothermal systems while enhancing the thermal regeneration of the subsurface. Other 
subsurface structures, such as tunnels and sewer systems, should be incorporated in a 
further development of the spatial analysis. A single coefficient of performance (COP) 
for all three systems facilitates comparisons of the results, yet in the future, the COP has 
to be adapted to the individual systems.
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Table 3 Input parameters for the estimation of the heat supply rate
UA Upper Aquifer, LA Lower Aquifer
a Calculated based on Hölting and Coldewey (2013)
b Busch et al. (1974)
c Wirsing and Luz (2007)





i VDI 4640, part 2 (2001)




n Miglani et al. (2018)
Parameter Symbol Value
Hydrogeology
 Darcy  velocitya vfUA 3.5 × 10−6 m/s
vfLA 3.3 × 10−7 m/s
vfUA+LA 1.76 × 10−6 m/s
 Groundwater  velocitya vaUA 1.17 × 10−5 m/s
vaLA 1.65 × 10−6 m/s
vaUA+LA 8.78 × 10−6 m/s
 Porosityb pUA 0.2
pLA 0.1
pUA+LA 0.14
 Hydraulic  conductivityc KUA 3.5 × 10−3 m/s
KLA 3.3 × 10−4 m/s
KUA+LA 1.66 × 10−3 m/s
 Hydraulic  gradientd i 0.001
 Aquifer  thicknesse mUA 13 m
mLA 18 m
mUA+LA 31 m
 Longitudinal thermal  dispersivityf aL 3.4 m
 Transversal thermal  dispersivityg aT 0.34 m
 Retardation  factorh R 2
 Volumetric heat capacity of  wateri cpw 4.16 × 106 J/m3K
Geothermal system
 Relative annual operation period (heating + DHW)j th 1700 h
 Heat extraction rate  hGSHPk qhGSHP 33 W/m
2








 Hours per year ty 8760 h
 Temperature  differenceg T 6 K
 Time after  reinjectiong t 1000 d
 Coefficient of  performanceg,n COP 4
Rintheimer  Feldj
 Number of refurbished buildings 31
 Area RF ARF 0.13  km
2
 Average space heating demand: before refurbishment hb 136 kWh/m
2
 Average space heating demand: after refurbishment ha 50 kWh/m
2
 Total thermal energy demand: before refurbishment Hb 10.12 GWh
 Total thermal energy demand: after refurbishment Ha 4.79 GWh
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List of symbols
Latin symbols
A: area  (m2); cpw : volumetric heat capacity (J/(m3 K)); BHE: borehole heat exchanger; 
d: BHE spacing (m); COP: coefficient of performance; DHW: domestic hot water; E: 
geothermal potential (GWh); GIS: geographical information system; H: heat demand 
(GWh); GW: groundwater flow; K: hydraulic conductivity (m/s); l: length of a BHE (m); 
m: aquifer thickness (m); n: number; p: porosity; q: heat extraction rate (W/m2, W/m); 
Q: water discharge rate/pumping rate (l/s); R: retardation; r: radial coordinate (m); RDD: 
restriction of the drilling depth; S: heat supply rate; T: temperature difference (K); t 
time (s, h, d) T1, T2, T3: 1 K, 2 K and 3 K temperature isotherms of the thermal plumes; 
URG: Upper Rhine Graben; va : groundwater velocity (m/s); vf  : Darcy velocity (m/s).
Greek symbols
αL : longitudinal thermal dispersivity (m); αT : transversal thermal dispersivity (m).
Subscripts
a: after; b: before; GWHP: groundwater heat pump; hGSHP: horizontal ground source 
heat pump; LA: Lower Aquifer; RF: Rintheimer Feld; UA: Upper Aquifer; UA + LA: 
combined Upper and Lower Aquifer; vGSHP: vertical ground source heat pump.
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